
Maximum
4' awning

C
learance from

 ground to service shall be 16 ft
If area is restricted to pedestrian traffic only,

C
learance shall be a m

inim
ium

 of 12 ft.

200 Amp
Panel

with main
Inverter

Solar Array

Notes:

1.    FEC must have an approved Interconnect Agreement approved before connection of Solar System.

2.    Alternate configurations of the Solar setup are allowed if approved by FEC.

3.    No Work to be performed until completion of an onsite meeting with a FEC representitive.

DC Disconnect

Inverter

AC Disconnect
must be Lockable
Must be tagged
"Alternate power
Source"

Bi-directional
Meter

200 Amp Panel
with Main

To Solar Array

ALL work Shall be installed in a neat and
workman-like manner per NEC 110.12

FEC has the authority of interpretation of
"neat and workman-like manner" based on
our experiences or precedents as the basis
of our judgements.
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Solar Panel Specifications -
Roof Installation on Building


	Sheets and Views
	31. Solar Setup


